
 COMM  COMM
 UNIT  UNIT
 PANEL  PANEL
 CP1  CP2

8.4 K  0.0 % VD 8.4 K  0.0 % VD

 25'  25'
 1-3/4'' EMT  1-3/4'' EMT
 3-#6 THHN CU  3-#6 THHN CU
 1-#10 CU GND  1-#10 CU GND

          
 30.4 K  30.4 K 

(  60A-2P (  60A-2P

COM 1 COM 2
/ \ METER METER

 35 K 600A  240/120V 1-PHASE
 25'
 2-2'' EMT HOUSE UNIT 1 UNIT 2 UNIT 3 UNIT 4 UNIT 5 UNIT 6
 2-#4/0 THHN CU METER METER METER METER METER METER METER
 1-#4/0 THHN CU (N) (  600A 2-P
 1-#2 CU GND (  60A-2P ( 125A-2P ( 125A-2P ( 125A-2P ( 125A-2P ( 125A-2P ( 125A-2P

      

 30.4 K  0.3% VD  30.4 K  30.4 K  30.4 K  30.4 K  30.4 K  30.4 K  30.4 K 

 25'  25'  25'  25'  25'  25'  25'
 #4 CU -  1-3/4'' EMT  1-1 1/4'' EMT  1-1 1/4'' EMT  1-1 1/4'' EMT  1-1 1/4'' EMT  1-1 1/4'' EMT  1-1 1/4'' EMT

TO UFER    3-#6 THHN CU  2-#1/0 THHN AL  2-#1/0 THHN AL  2-#1/0 THHN AL  2-#1/0 THHN AL  2-#1/0 THHN AL  2-#1/0 THHN AL
GROUND    1-#10 CU GND  1-#4 THHN AL (N)  1-#4 THHN AL (N)  1-#4 THHN AL (N)  1-#4 THHN AL (N)  1-#4 THHN AL (N)  1-#4 THHN AL (N)

 1-#4 AL GND  1-#4 AL GND  1-#4 AL GND  1-#4 AL GND  1-#4 AL GND  1-#4 AL GND

___ ___
__ __

_ _
NOTES

8.4 K  0.0 % VD 14.5 K  0.5 % VD 14.5 K  0.5 % VD 14.5 K  0.5 % VD 14.5 K  0.5 % VD 14.5 K  0.5 % VD 14.5 K  0.5 % VD
1. SURGE PROTECTION DEVICES

REQUIRED FOR ALL DWELLING  DWELLING  DWELLING  DWELLING  DWELLING  DWELLING  DWELLING
UNITS - PER NEC 230.67  HOUSE  UNIT  UNIT  UNIT  UNIT  UNIT  UNIT

 PANEL  PANEL PANEL PANEL PANEL PANEL  PANEL
 HP1  DP1  DP2  DP3  DP4  DP5  DP6

 
 
 
 
 
 
 
 

 
 
 

 
 


